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Commercial Standard 179-51

. - in Residences

[Effective from Juné 25, 1951]

~ s RCPURPOSE LR By
1.1 The (Purpose’of this standard is to establish minimum specifi-
‘cations and to provide suggestions for the guidance of the installers

and the users of attic ventilation fans, in order to assist the public

in obtaining satisfactory and properly constructed attic-fan ventila-

tion systems.” ~ ° ». TN
e 2, SCOPE

2.1 This standard covers definitions; general requirements and
recommendations, including those for fan, plenum chamber, shutters,
air change rate, and velocity through intake and discharge openings;
and a uniform method for certi ing compliance. Owing to the
variety of structures to which this standard 1s applicable and to the
variety of equipment, no effort has been made to confine this standard
to specific structures or equipment. o

3. DEFINITIONS

8.1 Attic ventilation fan types.—There are two types of attic fans
covered by the provisions of this standard: (a) fans which discharge
horizontally, and (b) fans which discharge vertically,. .

- 811 Fans which discharge. horizontally are usually installed in
an outside wall if the attic is Practically airtight, on the attic floor
with a plenum chamber if the attic is unfinished, or in & penthouse

over the ceiling opening. . Either -automatic or manually operated
shutters should be used to close the ceiling opening when the fan is
notin use. et Ede 8 Fas s

8.2 Manufacturer—For the purpose of this standard, the manu-
facturer shall be the company or organization which evidences its
responsibility to the purchaser'by(fermanently affixing its name, ad-
dress, or nationall registered trade-mark or trade name to the fan,

8.3 Installer—The installer is the company, corporation, or individ-
ual yvh‘o contracts for or installs the attic ventilating system.

4. REQUIREMENTS
4-1 A.tt;(’ "’P,ﬂ.t’?.llf.‘;l\m Frean A Lenan e, PYT




uirements and ‘tésts :Feoxﬁ ecified in Commercial Standard 178-51, Test-
gngandRatin’g’Ven'a’ g Fans sAxial and Propeller T
4.2 Plenum chamber.—Plenum
with, sound-deadening materials, and shall be so construc ‘a8 to be
free from vibration. o '
4.3 Air change rate.—The installation shall provide for at least
minimum number of air changes per minute in the house indi-
cated in figure 1 for its o graphical location. The air change rate
is to be based on the cu ic feet of room volume in the space to be
ventilated and usually does not include basement or attic space.
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[7Z] ONE GHANGE EvERY
ONE AND ONE-HALF MINUTES.
CJone cHance EVERY MINUTE, RR) oY b i -
Frouxs 1. Minimum sir ckanges recommended for attic ventilation systems,

44 Intake and discharge opening. ‘a'.-—;l‘he size of the openirigs re-
quired depends on the type of fan installa.tiqn.!' _ The three basic ways
in l;vhich an attic fan may be installed are illustrated in figures 2, 3,
and 4, h '




Fieurx 3. VFan moun_‘tqd ;n ;o_plo'n:m cham!_;er (ucﬁop‘ Poz) in the pg_tiq.

Fioune 4. Fan mounted on the outside walk.

4.4.1 I'niake openings. T o ey

4.4.1.1 Figure 8 type—The intake opening area should be at least
equal to that of the fan frame, allowing a reasonable margin for
mounting, but the free area shall be not less than the square of the
fan wheel diameter. If grilles are used the requirements given in

. paragraph 4.4.1.2 shall apply. % :
- 4412 Figures $ and } types—Where grilles are used, the velocity
through the free area of the grille shall range to a maximum of 1,000
feet per minute? Where ceiling shutters are. used, the. velocity
h the free area of the shutter shall range to & maximum of

thro )
1,200 feet per minute.. - For o timum gquietness and where mechanical
and structural limitations do not interfere, lower . velocities are.

desirable. e
4.42 Discharge

4421 Fzgm'easmll s typea——-Table 113 provided for the con-
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venient selection of the proper size of discharge opening. Figure 5
shows typical constructions of such openings. Gross discharge area
is found from the free area by the following equation:

' __free area of opening
pelt'_centageiof free area of opening.

Gross area. of opening=

" aBrE 1.—Minimum gross outlet areas for discharge openings®

Type of opening X iman l’,god:tumﬁ?g

Percent Square feet -
Wood louver backed with }4-in, hardware cloth .. e oo ccneae 40 A %7
Metal louver backed with }4-in, hardware cloth. - - 50 .83
Plain covered with ¥-in. hardwarecloth_._______ . oeemo 80 114
‘Automatic or manual shutters mounted at a distance from fan (suction box :

installation). .. 90 1.01

1 Larger are desirable, since the air velocity will be lower, resulting in maximum quietness and
economy of operation. Insect screen over o is not recommended, but if used, add a minimnm of
100 percent of the louver area. 'This may be done by: (8) Doubling the size of the louver or opening;
912 ﬁzuetins & box-like frame behind the louver or o] g, with a screened surface twice the area of

wWooD
LOUVRE

PORCH'
EXHAUST

GABLE EXHAUST
F1ouse 5. Typical consiructions of discharge openings.

4.5 Electrical installation.—All electrical wiring shall be in ac-
cordance with State and local codes, and, if none exist, with the Na-
tional Electrical Code. : N ‘

4.6 Resilient mounting—Some form of resilient mounting shall be
provided between the fan proper and the building structure to mini-
mize sound transmission. el ;

4.7 Installation and operating instructions—An adequate installa-
tion and service manual shall be made available by the manufacturer
for the installer’s use. A set of the manufacturer’s operating instruc-
tions shall be furnished to the installer and he shall make them avail-
able to the owner or occupant of the house. -




$. CERTIFICATION
5.1 The following certificate, supplied by the manufacturer, shall
be placed with each individual installation by the installer:
.~ INSTALLER'S CERTIFICATE -
T MO e *
attic ventilation fan at

(Brand or company name) ° L

] (Address) ’
has been installed in strict eompliance with the requirements of Com-
mercial Standard CS179-51, as developed by the trade under the proce-
dure of the Commodity Standards Division, and issued by the U. 8.
Department of Commeree. 3R i AT :

7 's@ﬁu

Company

~ Date 35 : .
Norz—A thorough yearly inspection and lubrication is recommended.

6.. EFFECTIVE DATE

6.1 Having been passed through the regular procedure of the Com-
modity Stan&ards Division, and approved by the acceptors hereinafter
listed, this commercial standard was issued by the United States
Department of Commerce, effective from June 25, 1951. -
Epwin W. Evy,
Chief, Commodity Standards Division.

HISTORY OF PROJECT

On April 14, 1949, the Propeller Fan Manufacturers’ Association,
after mnmﬂt,;lﬁf interested manufactureriilrequesbed the cooperation
of the National Bureau of Standards in the establishment of a com-
mercigl standard for the installation of attic ventilation fans in resi-
den A draft of the proposed standard was submitted b{ the
Propeller Fan Manufacturers’ Association on July 29, 1949, which was
subsequently adjusted in accordance with suggestions of manufac-
turers and other interested organizations. :

On June 27, 1950, the revised proposed commercial standard was
circulated to the trade for advance comment. This draft was re-
viewed in detail by the Progeller Fan Manufacturers’ Association on

ber 29, 1950, and adjusted to represent the composite views
of all interested groups. The recommended standard was circulated
to the industry for consideration and acceptance on Mareh 1, 1951.

Following acceptance by a satisfactory majority, and in the absence
of active valid opposition, an announcement was issued on May 25,
1951, that the standard had been accepted as a recorded voluntary
standard of the trade, effective for new production from June 25, 1951.
Project Manager: H. A. Bonnet, Commodity Standards Division, Office of In-

dustry and Commerce.

Technical Adviser: R. S. Dill, Building Technology Division, National Bureau
of Standards.




STANDING COMMITTEE

The following individuals comprise the membership of the stand-
ing committee, which is to review, prior to circulation for acceptance,
revisions proposed to keep the standard abreast of progress. Com-
ment concerning the standard and suggestions -for revision may be
addressed to any member of the committee or to the Commodity
Standards Division, Office of Industry and Commerce, U. S. Depart-
ment of Commerce, which acts as secretary for the committee.

Manufacturers: - - ; [ IWERHLIEAY V18 e | AR
ToM Byeb, Lau Blower Co., 2001 Home Avenus, Dayton, Ohio (chairman).
M. L. AITEEN, Propellair Division, Robbins & Myers, Inc., Springfield, Ohlo.
Epwarp Bunbeus, Acme BEquipment Co., 213 Hast Broadway, Muskogee, Okla.
E. W. PereRseN, American Blower Corp., Detroit 32, Mich.
('}.1 Esns'BI:n, Reed' Unit-Fans, Inc.,, 1001 Saint Charles Avenue, New Or-

Distributors:

M. O. Horris, Raybro Blectric Supplies, Inc., Tampa, Fla.
W. M. ScaxeuMEs, Schermes Co., 220 West Seventy-second, Kansas City 5, Mo.

Installers: ; R i)
. ¥'. Garnes, Home Conditioning Co., Tenth & Moffet, Joplin, Mo.
T. J, Oriver, Oliver & McClellan, Inc., 30 Church Street, New York 7, N. Y.
Jorn L. UxnpEewood, John L. Underwood Co. Inc., 555 Whitehall sSw,,
- Atlanta 8,Ga. A g kit B il e 5 , :
Consumers: =~ P 36 ~ \ '
R. K. TEULMAN, Housing and Home Finance Agency, 1626 K Street NW.,
Washington 25, D. O. -
CaAxL B. HzrrricH, 21 East York Street, Savannah, Ga. (representing American
Institute of Architects).
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(Cut on this llne)

C$179-51
ACCEPTANCE OF COMMERCIAL STANDARD

If acceptance has not previously been filed, this sheet properly filled in, signed,
and returned will provide for the recordipg of your organization as an acceptor of

this commercial standard. - _ N
_ Date’li ciod stz o

Commodity Standards Division,

Office of Industry and Commerce,

U. S. Department of Commerce,

Washington 25, D. C. -

Gentlemen:

- We believe that the Commercial Standard 179-51 constitutes a
useful standard of practice, and we individually plan to utilize it as
far as practicable in the installation of attic ventilation fans in
residences, with which we are directly concerned asa

producer?! purchaser ?
distributor ! inspection agency!
installer ! ’

We reserve the right to depart from it as wé deem advisable.

We understand, of course, that only those articles which é,ctua,lly
comply with the standard in all respects can be identified or labeled
as conforming thereto. ; fal Pep

Signature of authorized officer____.—___ At il
. . , oy (In ink) , ;

(Kindly typewrite or print the following lines)

Name and title of aboveofficer_.___________________

Organization... sk . 3
. - (P11l in exactly as it should be listed)

Street address..._____...__________________

City, zone, and State_______________._________

! Underscore which one. Please see-that s:%\arate acceptances are flled for all subaidiary
com es and afiiliates which should be lsted se tely as acceptors. In the case of
related interests, de associations, trade papers, ete.” desiring to record their general sup-

, tra
port, the words “‘General support” should be added after the signa




: ; . TO THE ACCEPTOR -

The following statements answer the usual questions arising in
connection with the acceptance and its significance: |

1. Enforcement.—Commercial standards are commedity specifica-
tions, voluntarily established by mutual consent of.those concerned.
They present a common basis of understanding between the producer,
distributor, and consumer and should not be confused with any plan
of governmental reglt:lation or control. The United States Depart-
ment of Commerce has no regulatory power in the enforcement of
their provisions, but since they represent the will of the interested

rougs as a whole, their provisions through usage soon become estab-
ished as trade customs, and are made effective through incorporation
into sales contracts by means of labels; invoices, and the like..

2. The acceptor’s responsibility.~—The purpose of commercial stand-
ards is to establish, for specific commodities, nationally recognized
grades or consumer criteria, and the benefits therefrom will be measur-
able in direct proportion to their general recognition and actual use.
Instances will occur when it may be necessary to deviate from -theé
standard, and the signing of an acceptance does not preclude such
departures; however, such signature indicates an intention to follow
the commercial standard, where practicable, in the production, dis-
tribution, or consumption of the article in question. -~ - ...

8. The ' Department’s responsibility.—The major function per-
formed by the Department of Commerce in the voluntary estab ish-
ment of commercial standards on a Nation-wide basis is fourfold:
first, to act as an unbiased coordinator to bring all interested
parties together for the mutually satisfactory adjustment of trade
standards; second, to supply such assistance and advice as past experi-
ence with similar programs may suggest; third, to canvass and record
the extent of acceptance and adherence to the standard on the part of
producers, distributors, and users; and-fourth, after acceptance, to
publish and promulgate the standard for the information and guid-
ance of buyers and sellers of the commodity.- . :

4. Announcement and promulgation—When the standard has been
endorsed by a satisfactor{ majority of production or consumption in

‘the absence of active,. valid opposition, the success of the project is
announced. - If, however, in the opinion of the standing committee
or of the Department of Commerce, the support of any standard is
inadequate, the right is reserved to withhold promulgation and
publication. :

10




ACCEPTORS

The organizations listed below have Individually accepted this standard for
use as far as practicable in the production, distribution, testing, purchase, use,
or installation of attic ventilation fans in residences. In accepting the stand-
ard they reserved the right to depart from it as they individually deem advisable.
It 18 expected that articles which actually comply with the requirements of this

standard in all r

will be regularly identified or labeled as conforming

thereto, and that purchasers will require such specific evidence of conformity.

ASSOCIATIONS
{General Support) -

Propeller Fan Manufacturers’' Assoclation,
Detroit, Mich.

FIBMS AND OTHEB. INTERESTS

Acme Equ ment Co., Muskogee, Okla.

Aeroven Co., Inc Piqua, Ohio. (Gan-
eral su?

Afr Controls, Inc. Dlvislon of Cleveland
Heater Co., Cleve and, Ohio.

All}:;ét. Henry, Jr., & éo.. Inc., Pikesville,

American Blower Corp.,, Dearborn, Mich,

American Coolair Corp, Jacksonville, Fla.

Bar—Broot Manufacturing Co., Inc,, Shreve-

Benoﬂt Steelﬂ'umace é}o.. Cincinnati, Ohio.

Booey, W. L, in;

Bowggpuorn'er Testing f.aboratorlea, Day- |,
Buﬂaio ra Co. Bumno, N. Y.

Centtal of Rallway Co., Savannah,

Chlgmplon Blower & Forge Co., Lancaster,
Cogrsts.l Supply & Chemical Co., Ridgewood,

Columbia Hlectrical Co., Kansas Clty, Mo.
Commerclxl Testing & Engineering Co., Chi-

DeBothesat Fans Division, American Ma-
chine & Metals Inc. East Mollne. IIl.
mectr!e Bup 1y Co.. ‘Atlan
ity 'an Co., Chlmo. Ill. (General

t.)
Hanfln Hlectric & Bupply, Ine., Salisbury,

Hartzell Propeller Fan Co., Piqua, Ohlo.
(General lnppor‘t'.’)

Herman Nelson Division, American Air Fil-
ter Co., Inc.,, Moline, IlL. (General sup-

port.
Holcom‘r & Hoke Manufacturing Co., Inc,

Indianapolis, Ind.
Home Condltlonln Co., Joplin, Mo.

Hunt, Robert W., Co., Chicago. Ill.
H?ete; Fan & Ventllating Co., Memphis,

Hunter, Morris, Ine.,, Richmond, Va.

Ilg Hlectric Ventilating Co., Chicago, Il
Iowa Sheet Metal Contractors, ne. Des
Moines, Iowa.

Lau Blower Co. ton, Ohlo,
New {or% 'I'eatinz boratories, Inc., New

Y.
Newbon-ﬂtlnchcomh Co,, Baltimore, Md,
Oliver & McClellan, Inc.,, New York, N. Y.
Omaha Testing Laboratories, Omaha, Nebr.
Orman Wood & Metal Products, Columbus,

Ind.
Paltsig Testing Laboratories, Des Molnes,

Peerless Rlectric Co. Warren, Ohio.
Pl:tptsburgh Testing Laboratory, Pittsburgh,

Plank Hilectrie Co., Norwich, Conn.
gnletaire Corp., Houston, Tex.
bro Mectrlo Suppne-. Ine,, Tampa, Fla.
imu gineering Service, High Point,

Reed Unlt-l!'anl, Inc.,, New Orlunl. La.
‘"Rhodes uipment do.. Mo,
Riverside Blectrie Co., mnmde,'l
Schermes Co., Kansas C ity, M

Schwa;tu Applla.nceu, Ine., lnwood. L. I,

N.
Sears, Roebuck & Co., Chlcugo
Sonntag, J. H., & Co., Dallas, Tex.
Sprouse, V. B, Ine, Columbus Ind.
Standard Materlala Co. thtle nock. Ar
Stephenson A]ipliance éo..
Thompson & Lichtoer Co., Inc., Iirookune.

Mass
Tour, Sam & Co., Inc ., New York, N. Y.
Trane Co., La Croase Wis.
Un&teg States Testlng Co., Inc.,, Hoboken,

Viking Air Conditioning Corp., Cleveland,
Ohio. (General support.)

Weaver, G. B, & Sons EHlectrie Co., Salis-
bury, N. C.

Westendorf & Co., Baltimore, Md.

Western Blower Co., Seattle, Wash,

Wing, L. J., Manufacturing Co., Linden, N. J.

UNITED STATES GOVERNMENT

Army, Unite«l States, Office of the Assistant
Chief of Staff, Washington, D. C,

¥ U. 8. GOVERNMENT PRINTING OFFICE : 1952 O - 982918
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National Dureav of Standards . .
VOLUNTARY PRODUCT STANDARDS

Notice of Action on Proposed
Withdrawal

in accordance with § 10.12 of the De-
p'xnmc it of Conmmerce Procedures for
the Dvel .opment of Voluntary Producs
Standards (15 CFR Part 10, as amended;
35 F.R. 5340 dated May 28, 1970), notice
is hereby given of the wit 1dr’u al of 111
Voluntary Product Standards identified
below, including 78 standards identified
as “Simplified Practice Recominenda-
tions” (R), and 33 standapds previously
identifiecd as “Commercial Standarads”
(CS). Each of these standards has bc"n
found to be obsolete, technically ina
quate, no lonzer acceptable to and uscd
by the industry, or otherwise not in the
pubije interest. :

Public notice of the Daepartment’s in-
tention to withdraw these standards was
published in the FepErsl REGISTER on
February 10, 1971 (36 F.R..2813), and &

" 45-day perlod was provided for the sube-
mission of comments or objections con-
cerning the propovsed witihdrawal of any
of these standards. No objections to the
Department's intention of withdrawing
any of these standards have been re-
ceived by the National Bureau of
‘Standards.

The effective date for the thhdrawal
of these standards will be 60 days alter
the publication of this notice. This with=
drawal action terminates the authority -
to refer to thesc standards as Voluntary
Product Stancards developed under the.
_ Department of Commerce Proccdures.

4-86G... Asphals,
8-50... Ferrous range boliers, expnn-
sion tanks, and solar tanks,
0-47... Galvanized woven-wire énc=-
. ing and barbed wire,
9-37_.. Ashestos papet and asbestos
: millboard. :
~  91-468... Lavatory and sink traps.
23-54... Plow boits,
26-50... Steelreinforeing bars,
35-44... Steellockers,
; 3843T.ca Sand-lime brick,
40-26..a Sidewalk, fioor,
o lights. - .
69-27... Rotary-ct*t lumber stock for
wire-bound boxes, .
63-28... Metal spoois (for annealing,
handling and shipping
wire).
65-31... Packaging of overhead elece
tric rallway material, :
67=36... Taper roller bearings.
© 68-4leee Metal and nonconducting
flashlight cases, '
69-27... Packaging of razor blades,
71~28u..a Turnbuckies.
7449.ua Hospital and
. cotton textiles,
Composition blackboard,
Foiding and portable wooden
chalrs, .
82-28... Hollow metal single-acting
- swing - doors, I{rames and

trim.
83-28... Kalamain single acting swing

Aanwe frarmas ansd telm

bk

and roof

) w_mwwwwm_w'w.mw

institutional’

75-29aca
80~28una
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R 03-3D... Paper shipping tags. n  233-48... Rotary flies and burs,
R 04-53... Openeweb steel jolsta and R ,234~48_.. Woided-wiro Jabric
open-web mailor steel forcement concreto
. Joists. : R 240-52... Plxctic tableware.
R . 95-30_.. Skid platforms. . R 253-054... Reta.l container st
R 07-47... 2ells boho*n SCrow 1acks. frozen Iruvits and
R 101-40... Metal partitions for tollets . tables,
' and showers, R 266~03aa. Gypsun beard prodw
R 102-33... Granite curbstone. cs 3-40... Stocdard solvents (dr
R 105-33.:. Wheelbarrows, . ing).
R +107-31... Glassine bags. Lor] N-29. .o Standard welghts m
R 110-29... Softliber {jute) twine, P * fron or stcei screwed
R 112-20..a Liastlc shoe goring, cS 19-32. .. Foutdry patterns of v
R 115-30... Fulledisk bufling wheels, CcS 82-31... Coiton clotia for rub
R 110-3l... Fast-selvago terry towels, . pyroxylin coating.
R 122-31... Wire insect-screen cloth, (o] 86-33... Fourdrinier wire clotl
R 123-43... Carbonated beverage bottles, [of] 48-40... Domestic burncrs 1o
R 124-31... Polished cotton twine, | a;')"avnnl:\)m\t.hracuc
R 126-41... Set-up paper boxes (used by . fedtypels o
" department and specxalty ' gg S%E:f;'“ g“‘,‘, !‘,°°““3l(°f?°}x t;
. storcs). LR T Y. c;:;‘u.cs-test ng a
R 127-41... Folding. paper boxes (used = _ S s
. T Ty c.e,p:xrc.mem and  spe= cs 02-38uca Czloc:;s;s for kitchen
claity stores), CS5  63-38... Culors for bathroon
"R 128-41... Corrugnted fiber boxes (used £Orics.
‘ by department and spe- CS  08-38... Liguia phyochicrite
. clalty stores).’ fectant, deodorar
R 131-33... Glass containers for mayon- - gerinicide, '
R CS  03-50... Portablo electric dr
R 138-32... Dontal rubbor (hase and . clusive of high frec
S q vonooring)e C3 0441w Calkinglead.
R 145-33... Packaging of clectric rallway cS  95-41... Lead pipe.
. motur and controlict parts. CS  96-41... Lead traps and bend:
. 154-38... Cupocia refractories. - .
L 150-11... Exiracied lioncy packages. CS 102E-42... Diesel and fusi-oll
= 158—42... Torgzed axes. (cx;??rb clmt:.ﬂ—cm
B 159-i2aaa I-‘o;'-;,cd amniers., CS 108~43... Treading automok
L 160—12... Tormed Latciiets. ”truclz vires, B ]
R 161-35... Packaging of automotive - CS 110-43... Tire repalrs—wvi
' (bus) cngme parts, . g;ais;cnccr. truck,
R 166-37... Color code for mnrkhw stee es),
vars, ¢ CS 112-43... Homogencous fibc
R 160-45... Bolis and inuts {stocK pro~ o) \(t:o:\r:la.sks
) duction sizes) ~15cn. Master disks.
R 171=38... Woocien boxcs' for canned CS  126-56i.. Tank-mountcd alr
{frults and vegetables, : :gzts‘mggcl:\ssmcati
R 17--5-&.-. Stocik foiding boxes for gar= .
ments and dry cleaning. gs 1 3433:44;7--- ‘\)‘V’lﬁfk gloves.
R 177—41--.. Single = faced corxug,mwél- S 15 -V gnl‘SC;')o (expors «
board roils (used by do= s .
) partment’ and speclalty CS 164E-50... C°c‘;i:§ltgcu€1°§1; )e”
‘. stores). 554 :
R’ 176~41l... First-ald unit dressings and CS 170-50..a Cotvon jlour-ba,
. truniments (packaging of), 5 TR N
R 181—41... Noul:ous range boiiers. \/1 ~5luua Clr;:lxéten-smnv‘:d gl
R 188-54... S;,:.. - and siovted clotlhicse ttens,
= ;89 . x sl..c(sl and pa;::adgznog;:))ci AS  179-61... Inﬁ;t;‘h‘?:;g'li :f._ :\Stt(;:
il SXC an fad haraw . Tesi
tootlmlc‘cs (sizcs and packs= CS 181-52... ngzf"ggsifsggn:‘:;g
: aging). ' Siv nsta)l
10642, . .ass containers for green '’ clay ttle,
R P ) 21 CS  213-57-... Steel slding closer
R 100-43... Cloth window saades, ] T3 its.
R 201-43... Iron and s&tecl pop safety C3 213-57..a Stcczls ctﬂé%coid&-;fll}s:
valves, g i
. 202-48... Tank-mounted &ir compres ' framo Instaiiatiol
. sors (!4 to 10 ho)dcpo‘ver). CS 221-50..a Gcl-coa,tcd: [,'A:L'LSSOX
R 203-44... Containcrs and packages for forced polyester It
‘houschold insecuicides (liq= cS  229-50 Gh‘“::sc;a.ted acset
uld spray type). eea Lili- Ziass=
R 204-44... Bronze pop su‘tc\.y valves, and, - Iorcc_d p o‘l yos 1
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